Study of wind towers with different funnels attached to increase natural ventilation in an underground building by Varela-Boydo, C.A. et al.
Kent Academic Repository
Full text document (pdf)
Copyright & reuse
Content in the Kent Academic Repository is made available for research purposes. Unless otherwise stated all
content is protected by copyright and in the absence of an open licence (eg Creative Commons), permissions 
for further reuse of content should be sought from the publisher, author or other copyright holder. 
Versions of research
The version in the Kent Academic Repository may differ from the final published version. 
Users are advised to check http://kar.kent.ac.uk for the status of the paper. Users should always cite the 
published version of record.
Enquiries
For any further enquiries regarding the licence status of this document, please contact: 
researchsupport@kent.ac.uk
If you believe this document infringes copyright then please contact the KAR admin team with the take-down 
information provided at http://kar.kent.ac.uk/contact.html
Citation for published version
Varela-Boydo, C.A. and Moya, S.L. and Watkins, Richard  (2020) Study of wind towers with
different funnels attached to increase natural ventilation in an underground building.   Frontiers
of Architectural Research .    ISSN 2095-2635.
DOI
https://doi.org/10.1016/j.foar.2020.05.007





Frontiers of Architectural Research xxx (xxxx) xxxAvailable online at www.sciencedirect.com
ScienceDirect
journal homepage: www.keaipubl ishing.com/foarRESEARCH ARTICLEStudy of wind towers with different funnels
attached to increase natural ventilation in
an underground building
C.A. Varela-Boydo a,*, S.L. Moya a, R. Watkins ba Tecnolo´gico Nacional de Me´xico, Centro Nacional de Investigacio´n y Desarrollo Tecnolo´gico, Interior
Internado Palmira s/n, Colonia Palmira, Cuernavaca, 62490 Morelos, Mexico






Wind catchers* Corresponding author.
E-mail address: c.a.varela.boydo@
Peer review under responsibility o
Please cite this article as: Varela-Boy
an underground building, Frontiers o
https://doi.org/10.1016/j.foar.2020.0
2095-2635/ª 2020 Higher Education P
article under the CC BY-NC-ND licenseAbstract Finding ways to cool buildings by natural, passive techniques is crucial in the
context of global warming. For centuries, wind towers (traditional windcatchers) have been
used in the Middle East for cooling purposes. In this study, the use of funnels at the openings
of wind towers for wind ingress and egress is proposed primarily to increase the mass flow
captured by the wind tower. The use of funnels in the wind ingress openings increases the inlet
area, improving the capture of wind. In parallel, the use of funnels in the egress openings mod-
ifies the wake of the tower, which aims to ease the exit of the flow from inside the building.
Several design configurations are presented, where the length and width of the funnels are
changed and tested separately by computational fluid dynamics (CFD). Results of over 120
CFD simulations are presented and compared. The volumetric flow entering the wind towers
increases by 10.7% in several cases. These results indicate that adding funnels to wind towers
could positively influence their performance. Changing the dimensions of the funnels affects
their efficacy and can increase or decrease the airflow entering the tower.
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+ MODEL1. Introduction
Buildings consume 30% of global electricity production, and
this amount is expected to increase to 70% by 2050
(Jomehzadeh et al., 2017). Furthermore, they are respon-
sible for approximately 40% of greenhouse gas emissions
(Jomehzadeh et al., 2017). Overall, heating, ventilation,
and air conditioning systems represent more than 60% of all
energy consumed in buildings (Jomehzadeh et al., 2017).
However, the amount and type of energy consumed can
differ depending on climatic conditions. For example, the
electricity consumed by air conditioning systems in hot and
humid regions is higher, particularly during summer, leading
to greater economic and environmental consequences. In
the residential sector, from 2% to 7% of a geographic region’s
total energy consumption is dedicated for cooling
(Santamouris, 2016). Globally, around 4% of the total energy
used for heating and cooling buildings is used for cooling.
This percentage is expected to reach 35% in 2050 and even
61% in 2100 (Santamouris, 2016) primarily due to global
warming effects, increased economic activities, and global
population growth. Nevertheless, this consumption could
decrease substantially if buildings are designed considering
their geographical location, climatic conditions, wind
speeds, predominant wind directions, and suitable materials
in terms of their thermal properties, and by incorporating
passive systems for natural ventilation (Santamouris and
Kolokotsa, 2013; Manzano-Agugliaro et al., 2015).
Traditional architectures of several Middle Eastern cul-
tures offer examples of very ingenious solutions for cooling
buildings by natural ventilation, such as the passive system
for natural ventilation called Wind Towers. These systems
are vertical rectangular structures with one or several
channels in their interior and integrated with the buildings.
In their upper part, apertures are oriented in the direction
of the prevailing winds to facilitate their capture. Once the
wind is captured, it flows through smaller cross-section
channels, increases its speed, and is then channeled
through the building, providing comfort to occupants
without need of electromechanical air conditioners.
A considerable amount of work has been published on
the operation and capacity of wind towers to increase
natural ventilation in buildings. Moreover, the interest in
their integration into modern buildings has increased and
has been documented. This work covers a) monitoring
buildings with wind towers (Bahadori et al., 2008; Kalantar,
2009; Bouchahm et al., 2011), b) experiments with scale
models in a wind tunnel supplemented with computational
fluid dynamics (CFD) (Montazeri et al., 2010; Dehghan et
al., 2013; Reyes et al., 2015; Afshin et al., 2016;
Mohamadabadi et al., 2018), and c) studies only with CFD at
full scale (Asfour and Gadi, 2006; Saffari and Hosseinnia,
2009; Reyes et al., 2013; Ghadiri et al., 2013; Hosseinnia
et al., 2013; Hosseini et al., 2016; Benkari et al., 2017;
Montazeri and Montazeri, 2018). Several of these studies
refer purely to aerodynamic investigations, whereas others
include heat transfer, effect of natural convection on walls,
and “chimney effect” of towers; a few studies have
considered the extra energy from the heat provided by the
occupants. The incorporation of humidifying media at the
beginning or end of the collection channels of the towersPlease cite this article as: Varela-Boydo, C.A et al., Study of wind towe
an underground building, Frontiers of Architectural Research, https:/has been reported to be very effective in increasing the air
cooling in dry regions.
In aerodynamic studies, the effect of the speed and
angle of incidence of the wind on the performance of
towers has been considered as well as many other param-
eters, including the number and size of the inlet and outlet
openings, and the location of the egress openings in the
buildings. The effect of the dimensions of the tower as well
as the distribution of the channels and the shape of the
catchers and roofs of the buildings have been studied. The
traditional concept of a wind tower has evolved into what is
known as a commercial wind tower or windcatcher (Hughes
et al., 2012; Calautit and Hughes, 2014; Ameer et al., 2016;
Hughes and Mak, 2011) mounted on roofs of modern
buildings, and it has proven very useful in improving natural
ventilation in all cases. It has also evolved into different
forms (Haw et al., 2012) with cylindrical geometries on
rolling discs to catch winds in all directions (Dehghani-Sanij
et al., 2015; Montazeri, 2011). In addition, traditional and
modern forms have been integrated with other types of
technologies, such as solar and geothermal energy
(Benhammou et al., 2015), and horizontal and vertical heat
transfer devices (Calautit et al., 2013; Calautit, O’Connor
and Hughes, 2016; Calautit et al., 2017), which could
extend the use of wind towers to winter conditions. Various
reviews describing these technologies have been published
(Jomehzadeh et al., 2017; Haw et al., 2012; Dehghani-Sanij
et al., 2015; van Hooff et al., 2017).
In this work, the use of funnels is proposed to boost the
airflow that enters buildings through wind towers. Very
limited information can be found in the literature regarding
the modification of existing wind towers to improve their
aerodynamics and consequently, the natural ventilation of
the buildings that have them. Thus, the present work fo-
cuses on improving the traditional wind tower design in
terms of aerodynamics and aims to enhance natural venti-
lation technologies.
The use of funnels in ingress openings increases the
opening area to catch the wind. In parallel, the use of
funnels is also proposed for egress openings to modify the
aerodynamic structures in the wake of the tower and
facilitate or ease the exit of the air flowing from inside the
building. The present study focuses only on increasing the
volumetric airflow in wind towers. Several variables can
affect the performance of wind towers, such as air tem-
perature, air density, wind velocity, and wind direction in
particular, among others that have been documented
(Montazeri et al., 2010) (Dehghan et al., 2013; Afshin et al.,
2016; Mohamadabadi et al., 2018). However, the main
variable with the greatest effect on volumetric flow of air
naturally ventilating the buildings is wind velocity in all
cases. Therefore, this investigation proposes changing the
strategy by using a single variable to test several designs
and study only aerodynamics. Unlike the majority of pre-
vious studies, this work focuses on computing the differ-
ences only in the volumetric flow entering the towers. Wind
tunnel testing of the traditional wind tower is presented.
This study is followed by numerous CFD simulations that
match the same experimental conditions but with various
different funnels attached. Testing new funnels at various
free stream velocities helps search for designs with a better
performance than traditional wind towers in a simplifiedrs with different funnels attached to increase natural ventilation in
/doi.org/10.1016/j.foar.2020.05.007
Fig. 2 Model in the wind tunnel: the arrows show the wind
direction, where blue represents air entering the building,
yellow represents air exiting the building, and green marks the
flow sensor.
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+ MODELmanner. This study leads the way for future studies to test
the best funnel designs in different operating conditions
and consider more variables. This study aims to innovate
and contribute toward a more sustainable society through
developing alternative ventilation technologies.
2. Proposed geometrical model
A 1:25 tower model is introduced to evaluate the aero-
dynamic performance of the wind tower with the proposed
enhancement geometries. Its shape is based on traditional
designs of the Middle East, while it is connected to an un-
derground building with dimensions similar to those of a
small house. Fig. 1 shows the dimensions of the actual
prototype used in wind tunnel testing, which was manu-
factured with 3 mm-thick acrylic sheets.
For the curved model parts, CAD files were created and
then converted to G-Code to be manufactured using a 3D
printer. The printer was configured to deposit 0.01 mm
layers of PLA plastic. The finished parts were partially
sanded and covered with transparent tape to ensure that
the walls in contact with the fluid were completely smooth.
A photograph of the experimental model is shown in Fig. 2.
The model had a very large channel inside the room. This
channel was installed to create an alignment zone for the
flow entering the room and to have more accurate airflow
measurements. Furthermore, four stands were installed to
help the model stay in place during the testing and ensure
that the tower was at the right height (H) inside the wind
tunnel at all times. This step was necessary because several
limitations of the wind tunnel prevented the model from
being installed at the bottom and required it to be mounted
upside down.
3. Wind tunnel testing
The main objective of this work is to present alternatives
for increasing the airflow ingress to the wind tower by
improving its aerodynamics. We decided to test only the
tower inside the wind tunnel but connected it to aFig. 1 Experimental model dimensions: a) side view of the model
of the model in line with the wind direction.
Please cite this article as: Varela-Boydo, C.A et al., Study of wind tower
an underground building, Frontiers of Architectural Research, https:/representation of an underground building outside the test
section. The underground building was attached because it
had a considerable aerodynamic load that the tower had to
overcome.
Many of the previously cited papers reported different
variables that affect the flow, such as wind direction
(Mohamadabadi et al., 2018; Asfour and Gadi, 2006), tower
surroundings, including the main building (Benkari et al.,
2017), and roof topography (Ameer et al., 2016). Wind ve-
locity was the variable that affected airflow the most in all
cases. For the experimental phase of the present work, we
decided to compute only the volumetric flow captured by
the tower (and flowing to the inside of the building) as the
free stream velocity increased in a single direction. Mea-
surements were made using an open-circuit Eiffel-type
wind tunnel housed inside a hermetically sealed room
(Fig. 2). Its test section had dimensions of
0.35 m  0.35 m  0.6 m. The scale model wind tower’s
cross-section was under one-eighth of the wind tunnel
cross-sectional area, allowing the air to flow freely aroundwith arrows showing the path that the air follows, b) front view
s with different funnels attached to increase natural ventilation in
/doi.org/10.1016/j.foar.2020.05.007
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+ MODELit. In several published works of building aerodynamics, the
aspect ratio of the wind tower and the test section were
larger. During preliminary tests, we found that under the
present configuration, the aspect ratio was sufficient to
represent the phenomenon, while the tower caught suffi-
cient air to activate the sensors at their optimal operational
window. The tower was not a typical building mainly
because a portion of the flow that interacted with it
actually entered the building and then exited right in the
wake, modifying the same. This interaction allowed the use
of smaller domains, a practice that is also present in the
literature; several of the published manuscripts that used
similar proportions are (Afshin et al., 2016; Reyes et al.,
2013; Benkari et al., 2017; Ameer et al., 2016; Hughes
and Mak, 2011; Haw et al., 2012; Calautit et al., 2013;
Elmualim, 2006; Sadeghi and Kalantar, 2018; Heidari et al.,
2017). The model was positioned upside down 150 mm
behind (downstream) the test section’s starting point. Inlet
and egress openings were 48 mm  120 mm. The entire H of
the tower was 303 mm, but only 150 mm was inside the
wind tunnel. The tower was connected to a scale room that
was 100 mm in H, 200 mm in width, and 320 mm in length
(L). The room had two ducts inside, one of 200 mm for the
ingress flow and another of 20 mm for the egress.
The wind tunnel was equipped with an axial fan, which
was powered by an electric motor controlled by a variable
frequency drive and capable of modifying the power in in-
crements of 0.01%. For the tests, the fan was set to move
the air at speeds from 5 m/s to 17.5 m/s in increments of
2.5 m/s. Six different free stream velocities were used.
Considering the H of the tower inside the wind tunnel as the
L scale, the Reynolds number ranged from 51,344 to
179,704. In all cases, the temperature was the same and
stable (21 C). The turbulence intensity in the test section
inlet remained under 1% during measurements. The volu-
metric flow in the wind tower ducts was recorded, and the
data were used to calibrate the numerical model used in
the CFD simulation phase. An electronic probe was installed
inside the ingress duct 0.16 m away from the tower to
measure the airflow inside the ducts. That distance was set
to let the air flowing through the duct align sufficiently to
achieve consistent measurements. A hot wire anemometer
was used to measure the flow, as also reported by (Calautit
and Hughes, 2014; Ameer et al., 2016; Hughes and Mak,
2011; Calautit, O’Connor, and Hughes, 2016; Calautit et
al., 2017; Elmualim, 2006). This instrument (from Extech)
had a resolution of 1.5e3 m/s and an accuracy of 3%.
Following the procedures presented in previously
mentioned references, the data presented were averages
of values collected during 180 s of measurements for the six
wind speeds selected. The flow inside the tunnel was
allowed to settle between each measurement before data
were collected. The uncertainty values of the experimental
data for the first three wind speeds were 1.03%, 0.92%, and
0.84% respectively, whereas the last three had values of
0.66%, 0.61%, and 0.55% respectively. A graph of the values
would show that the uncertainty of the data decreased as
the wind speed increased. Furthermore, the first three
wind speeds had a different slope compared with the last
ones.Please cite this article as: Varela-Boydo, C.A et al., Study of wind towe
an underground building, Frontiers of Architectural Research, https:/4. Enhanced geometry models
Commercial CAD software was used to create the geome-
tries that were exported to the ANSYS Workbench interface
for further use. Various simplifications were made during
the design phase: the tower inlet would always be for air
ingress, and the outlet would only work as an exit for the
fluid. At full scale, the tower would be installed in an area
with one predominant wind direction. In further studies,
towers capable of redirecting the inlet will be tested to
always face the wind direction, as proposed by (Dehghani-
Sanij et al., 2015). Another simplification was that no walls
or windows were installed in the underground building, only
an ingress duct and an egress duct both with an L of 20 mm.
For the enhanced geometries, a duct shorter than that in
the experimental model was modelled. Two geometric
models of the building were used for the CFD simulation
phase of this work: one replicating the experiment and
another with a shorter ingress duct inside the room.
Nine different geometric configurations were selected
for the inlet funnels. Fig. 3 shows that funnels with straight
walls were added to the towers. The element’s L was set to
24, 18, and 12 mm, while the H was set to 9, 6, and 3 mm.
The same nine funnel dimensions were selected for the
outlet funnels; in these last ones, they served as exit area
reductions, while those for ingress served to increase the
tower’s inlet area. This decision was taken to have the
same percentage difference between the original opening
and the openings of the different funnels.
Ingress and egress funnels were tested separately. In
further studies, they will be tested together because inlet
funnels modify the wind structures in the wake, which
modifies the egress funnel aerodynamics. However, as a
confirmation, the best-performing ingress and egress fun-
nels were added to the wind tower to compute one set of
simulations and evaluate the combined performance.
Fig. 3 shows that the higher and lower elements of the
ingress funnels and the egress funnels are parallel, unlike
traditional funnels. Preliminary studies showed that the
aerodynamic performance improves this way in both con-
figurations. Changes in the opening area are presented in
Fig. 4. The lateral elements open in different directions but
with the same increments.
Even when the H of the opening remained the same in all
cases, the width changed as the H increments. The opening
areas were smaller than one-eighth of the test volume cross-
section in all configurations. Figs. 5 and 6 show all ingress
and egress funnels used during simulations, respectively.
The opening area for ingress and egress openings
depended only on the H; therefore, both groups had only
three different opening areas. Table 1 shows the dimen-
sionless comparison between the openings of the different
funnels and the opening of the original tower.
Each design will be named after its geometry for dif-
ferentiation moving forward. The names of ingress funnels
will start with IF, and those of egress funnels will start with
EF. These letters will be followed by a dash and a nomen-
clature of the L and H of the funnel. For example, an
ingress funnel with an L of 24 mm and an H of 3 mm will be
referred to as IF-L24H03, and an egress funnel with an L of
12 mm and an H of 6 mm will be named EF-L12H06.rs with different funnels attached to increase natural ventilation in
/doi.org/10.1016/j.foar.2020.05.007
Fig. 3 Side profile of the towers: a) with ingress funnels, b) with egress funnels.
Fig. 4 View of the towers with enhanced geometries inside the test section: a) ingress funnels, b) egress funnels. In both cases,
the representation of the wind tunnel test section is colored in blue, the room in orange, and the openings created by the funnels in
green.
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Meshing is a very complex flow; thus, many meshing con-
figurations were tested for different geometric models.
After many considerations, a mesh comprised only of tet-
rahedrons was selected. Moreover, only one-half of the
model was simulated, setting a symmetry boundary condi-
tion in the middle plane of the tunnel parallel to the flow.
Several convergence tests were performed to determine a
configuration with consistent results. The configuration was
selected to avoid an excess of elements that could saturate
the computer’s memory and the motherboard bus while
simulating cases simultaneously.
The initial mesh independence study was conducted
with the original tower design and established a configu-
ration for the mesh that does not interfere with the results.Please cite this article as: Varela-Boydo, C.A et al., Study of wind tower
an underground building, Frontiers of Architectural Research, https:/However, several convergence problems were found when
this configuration was used with the enhanced geometries.
Complementary studies, such as changing the element size
mainly in the funnels, were carried out simultaneously to
ensure proper convergence and achieve results that are
independent of the mesh. The results show that the
element growth rate in the outer tower wall and the fun-
nels must be reduced to avoid the formation of elements
with angles smaller than 30. As a starting point, a mesh
was created, where all elements in contact with the walls
had sizes to achieve a Yþ Z 1 and growth ratios of 1.05.
This mesh was extremely dense and had refinement in
places where it was not needed. The next step was to
increment the size of the element in non-critical areas,
such as the wind tunnel walls, and the interior of the un-
derground building. The value of Yþ for these areas wass with different funnels attached to increase natural ventilation in
/doi.org/10.1016/j.foar.2020.05.007
Fig. 5 Ingress funnels used during simulations. The inlets are displayed in blue, and the outlets are displayed in yellow.
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+ MODELincremented at different rates. The results of the simula-
tions did not show substantial differences until the values
of Yþ reached much higher values. In parallel, the growth
ratio was also incremented. The final values ranged from
1.10 to 1.20 over the domain. In the tower walls, the size of
the elements was incremented to a 1.25 Yþ value. Sensi-
tivity analysis showed that these parts could also work with
Yþ values of 5, but the meshes had smaller cell sizes to
follow regular practice.
Two surface monitors were used to measure the mass
flow captured by the tower and flowing inside and into the
building: one in the vertical ingress duct and another in the
vertical egress duct. These monitors were also used to
assess the convergence of the results in the building. ThePlease cite this article as: Varela-Boydo, C.A et al., Study of wind towe
an underground building, Frontiers of Architectural Research, https:/flow moved downward in the monitor placed in the vertical
ingress duct and upward in the other. Meshes with a dif-
ference over 0.001% between both computed flows were
discarded. Various velocity profiles were also traced inside
and outside the building to ensure that the flow field is
independent of the mesh, and the difference between wind
velocity values is under 0.5% of relative error. Fig. 7 shows
the mesh used in the largest funnel tested, together with
the named sections of the regions.
A special control volume was set to ensure proper
element size control in the mesh for the tower’s wake. This
control volume allowed a very specific element size to be
assigned in the zone where more convergence problems
were caused by shedding of multiple vortexes. Thisrs with different funnels attached to increase natural ventilation in
/doi.org/10.1016/j.foar.2020.05.007
Fig. 6 Egress funnels used during simulations. The inlets are displayed in blue, and the outlets are displayed in yellow.
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tions but has not been generally used in flows inside and
around buildings. The domain dimensions follow those of the
wind tunnel, with the exception of the width, which repre-
sents only one-half because of the use of a symmetry plane.
The number of elements increased with the increment in
the size of the funnels and averaged 5.65 million elements,
with a maximum size of 0.04 m. Table 2 shows the final
element sizes for the different flow regions selected for 20
wind tower configurations.
In Fig. 7, the ingress duct inside the room is shorter than
that in Figs. 1 and 2. As mentioned before, the air ingress
duct to the room was shortened in the CAD model to save
mesh elements. This wind tower, with the short ingress
duct, was then modified by adding the funnels.Please cite this article as: Varela-Boydo, C.A et al., Study of wind tower
an underground building, Frontiers of Architectural Research, https:/5.1. CFD simulation
For the numerical simulation phase of the work, ANSYS
Fluent was selected as the tool to simulate the flow fields;
this tool has been used by many researchers such as
(Mohamadabadi et al., 2018; Hosseinnia et al., 2013;
Hosseini et al., 2016; van Hooff et al., 2017; Heidari et al.,
2017; Pere´n et al., 2015). A consensus about the right tur-
bulence model to use in simulating the flow field inside and
around the wind towers could not be found mainly because
of numerous configurations available and documented in
the literature by (Montazeri and Montazeri, 2018) and (van
Hooff et al., 2017). In preliminary tests, the same models
used in different publications were tested. Various config-
urations of the k-ε turbulence model were used as in thes with different funnels attached to increase natural ventilation in
/doi.org/10.1016/j.foar.2020.05.007
Table 1 Dimensionless comparison between the original
opening and the openings of the different funnels.
Opening area of the
funnels in comparison
to the original opening
Ingress funnels with H Z 3 1.125
Ingress funnels with H Z 6 1.250
Ingress funnels with H Z 9 1.375
Egress funnels with H Z 3 0.875
Egress funnels with H Z 6 0.750
Egress funnels with H Z 9 0.625
Table 2 Element sizes for the mesh.
Region Size (meters)
(1) Outer tower wall 2.5e5
(2) Inner tower wall 2.1e5
(3) Room/house wall 4.0e3
(4) Wind tunnel wall 1 5.0e3
(5) Wind tunnel walls 2, 3 4.0e2
(6) Wake control volume 6.0e3
(7) Inlet 2.0e2
(8) Outlet 4.0e2
8 C.A. Varela-Boydo et al.
+ MODELwork of (Hosseinnia et al., 2013), (Calautit, O’Connor, and
Hughes, 2016), and (Heidari et al., 2017). Furthermore,
different configurations of the k-u model were tested
following the work of (Mohamadabadi et al., 2018),
(Hosseini et al., 2016), and (Pere´n et al., 2015). The k-kl-u
model was also used to widen the search, even when this
model is not used often in this type of flow. The comparison
of results between the different turbulence models and the
wind tunnel testing is not presented in this manuscript. It
will be published in a later paper showing in more detail the
strong and weak points of each turbulence model when
simulating this flow.
Overall, the k-u SST and the k-kl-u models achieved
results closest to those obtained in the wind tunnel. In this
case, the results of both models are similar. However, the
k-kl-u needed more computer time, and no published pa-
pers could back up its selection; thus, it was discarded. The
k-u SST model was selected for use during the entire nu-
merical simulation phase of the work. In all cases, the
equations in the ANSYS Fluent User’s Guide (Release, 2017)
were not modified and were used as found. These equations
govern mass conservation, momentum conservation, en-
ergy conservation, turbulent kinetic energy, energyFig. 7 Symmetry plane for the simulation showing the mesh
Please cite this article as: Varela-Boydo, C.A et al., Study of wind towe
an underground building, Frontiers of Architectural Research, https:/dissipation rate, and specific rate of dissipation, among
many other variables associated with different turbulence
models.
For all funnel designs, six simulations were carried out at
six different free stream inlet velocities from 5 m/s to
17.5 m/s in increments of 2.5 m/s. For the domain outlet, a
pressure outlet was set at 0 Pa, and a second-order upwind
scheme was adopted. For pressureevelocity coupling, the
semi-implicit method for pressure-linked equation was
used. A gravitational acceleration of þ9.81 m/s2 in the
vertical (Y) direction was configured to replicate the
experimental conditions. Regarding the convergence of
each simulation, all standard values found in ANSYS Fluent
User’s Guide (Release, 2017) were used. Values for the
convergence criterion were 103 for all equations. In all
cases, the iteration was completed when the set conver-
gence criteria were met and the slope of the residuals’
graphs was stable. Additionally and as mentioned before, if
the difference computed between the monitors that
measured the flow in the vertical ingress duct and the
vertical egress duct was not close to zero, the particular
simulation was not considered valid. In general, these
conditions were met between 450 and 650 iterationselements and highlighting the different zones configured.
rs with different funnels attached to increase natural ventilation in
/doi.org/10.1016/j.foar.2020.05.007
Fig. 8 Volumetric flow comparison between wind tunnel
testing and CFD.
Fig. 10 Average volumetric flow for the different ingress
funnel geometric configurations.
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+ MODELdepending on the flow speed; those conditions with lower
wind speeds converged after more iterations.
6. Results and discussion
6.1. Comparison between wind tunnel and CFD
After completing the wind tunnel testing, the original tower
model was tested by CFD simulations with identical geo-
metric dimensions and free stream velocity. Fig. 8 com-
pares the volumetric flow measured in the wind tunnel and
the flow computed in ANSYS Fluent by six turbulence
models. The results shown are exclusive to the present
manuscript and are not presented in the parallel paper
mentioned earlier, that is, they come from what was
learned from it.
The k-kl-u and k-u SST models performed better, fol-
lowed by the k-ε RNG and standard k-u models. The k-εFig. 9 Volumetric flow of the towers with ingress funnels at
different free stream velocities.
Please cite this article as: Varela-Boydo, C.A et al., Study of wind tower
an underground building, Frontiers of Architectural Research, https:/standard and k-ε realizable models had unsatisfactory re-
sults under the present conditions.
Considering the quality of the results and the computing
time needed by each model, the k-u SST model was
selected to perform all simulations. On average, the rela-
tive error between this model and the wind tunnel testing
was 5.31%, and the standard deviation was 5.36%. The CFD
simulations under-predicted the volumetric flow in the duct
for the first three free stream velocities but over-predicted
it for the last three. In general, a similar behavior was
found over the entirety of simulations and wind tunnel
testing; the first three wind velocities showed one slope;
then, in the same line graph, the slope changed for the last
three whether funnels were installed. This finding suggests
that changes in the flow structures modified the tower’s air
ingress and egress between 10 m/s and 15 m/s. This phe-
nomenon may be explored in further research but is not
considered here.Fig. 11 Volumetric flow of the towers with egress funnels at
different free stream velocities.
s with different funnels attached to increase natural ventilation in
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Fig. 12 Average volumetric flow for the different ingress
funnel geometric configurations.
Fig. 14 Average volumetric flow of the towers as a function
of the volume of the ingress funnels.
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+ MODEL6.2. Changes in mass flow caused by the
implementation of funnels
Eighteen funnel geometric configurations were used: nine
for ingress and nine for egress funnels. In addition, one
geometric configuration using the best-performing ingress
and egress funnels was tested, plus the original model with
a shortened inlet duct. Twenty geometries were tested at
six different free stream velocities, resulting in 120
converged simulations presented in this paper.
The results of adding ingress funnels to the wind towers
are presented in Fig. 9. A volumetric flow increment was
observed in the ducts in all cases. The ingress funnel with
L Z 18 mm and H Z 9 mm (IF-L18H09) was capable of
catching the most wind. It increased the flow by 7.58% on
average over the six free stream velocities, followed
closely by the IF-L24H09 with 7.20%. The IF-L12H03 funnel
presented the least improvements, increasing the flow by
only 2.18% on average.Fig. 13 Volumetric flow of the towers with the best-
performing funnels at different free stream velocities.
Please cite this article as: Varela-Boydo, C.A et al., Study of wind towe
an underground building, Frontiers of Architectural Research, https:/Fig. 10 shows the same data, but it averages the flow of
all the simulations with the same L and H and compares
them with the original wind tower design. Ingress funnels
with L Z 18 mm and H Z 9 mm had an average higher
volumetric flow. Moreover, configurations with L Z 12 mm
and H Z 3 mm had lower increments on average. Table 1
shows that ingress funnels with H Z 9 mm increased the
opening area 37.5% but increased the average flow ingress
by only 7.1%. Funnels with HZ 6 mm increased the opening
area 25% but increased the average flow by 4.7%. Funnels
with HZ 3 mm had openings 12.5% larger than the originals
but increased the flow by 4.0% on average. These results
show that in the present cases, the increment of the
opening area is not followed by a proportional increment of
the airflow. Changing the funnel L caused a different phe-
nomenon. The increment of the L was used to create a
longer funnel that could provide more space for the flow to
get into the tower’s duct more aligned. Data show that for
the present cases, the increment of L did not guaranteeFig. 15 Average volumetric flow of the towers as a function
of the volume of the egress funnels.
rs with different funnels attached to increase natural ventilation in
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Fig. 16 Vector flow maps for different wind tower configurations at 17.5 m/s free stream velocity.
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+ MODELbetter performance, but it did have some consistency,
showing that all ingress funnels with LZ 18 mm performed
better than those with L Z 24 mm or L Z 12 mm.
For the egress funnels, the results are mixed, and many
of the configurations decreased the airflow through the
ducts, as shown in Fig. 11.
On average, the egress funnel with L Z 12 mm and
H Z 9 mm (EF-L12H09) was capable of boosting the flow
through the duct best, increasing the average airflow by
2.74% over the six free stream velocities. The EF-L24H03
performed the worst, reducing airflow by 3.44% on
average. Seven of nine egress funnel designs reduced the
flow in the ducts. The only egress funnels that improved
performance were the EF-L12H09 and the EF-L12H06.
Fig. 12 shows the same data as in Fig. 11, but it averages
the airflow of all the simulations with the same L and H
compared with the original wind tower design. On average,
only egress funnels with LZ 12 mm and HZ 9 mm boosted
the flow, whereas the rest reduced the performance. Egress
funnels with L Z 24 mm and H Z 3 mm performed poorly.
Even when the results show that the majority of these
configurations reduce the airflow, they prove useful toPlease cite this article as: Varela-Boydo, C.A et al., Study of wind tower
an underground building, Frontiers of Architectural Research, https:/understand that reducing the outlet area can boost per-
formance in several of these cases. For example, egress
funnels with H Z 3 mm and H Z 6 mm reduced the
opening areas by 12.5% and 25%, respectively. Neverthe-
less, they had a lower flow than the egress funnel with
H Z 9 mm, which had 37.5% smaller outlets than the
original tower design. Summarizing the effects of chang-
ing the L of egress funnels on the flow, performance im-
proves as egress funnels become shorter in the present
cases.
Geometric models for inlet funnel IF-L18H09 and egress
funnel EF-L12H09 were added to the original wind tower.
One set of simulations at free stream velocities same as
before was performed to test how they performed
together.
Fig. 13 shows improvement in results. Independently,
the IF-L18H09 increased airflow compared with the original
wind tower’s 7.58%, while the EF-L12H09 boosted it by
2.74%. When used together, they increased the flow by
10.7%, which is slightly more than the arithmetic sum and
possibly caused by the alteration of the wake by the pres-
ence of the ingress funnel.s with different funnels attached to increase natural ventilation in
/doi.org/10.1016/j.foar.2020.05.007
Fig. 17 Side view of vector flow maps for different wind tower configurations at 12.5 m/s of free stream velocity and different
heights.
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Fig. 18 Vector flow maps for wind towers with IF of L Z 24 at 12.5 m/s of free stream velocity and different heights.
Study of wind towers with different funnels 13
+ MODEL6.3. Effects in mass flow caused by changing the
volume of funnels
Figs. 14 and 15 show the average volumetric flow of the
different models as a function of the volume of the funnels,
enabling studying the effects of changing H and L simulta-
neously on the performance of the towers. Both figures
show that the main variable that affects volume is L. The
volume of the funnels changed more considerably with L
increments, whereas the H increment represented a
smaller change in volume. Regarding the effect of volume
on the flow, two different behaviors are observed in the
graphs. Fig. 14 shows that the change in volume of the
funnel did not show great differences for the IF. In general,
the average volumetric flow increased as the H increased,
and volume did not seem to have an important effect on
the flow. This finding is engaging because L, which is the
variable with a greater effect on volume apparently had a
less important effect over flow. Analysis of Fig. 15 reveals a
tendency for the average flow to decrease with the volume
of the funnel, that is, funnels with smaller volumes perform
better.
6.4. Changes in the flow field
6.4.1. Best- and worst-performing funnels
Fig. 16 illustrates the behavior of the flow around the
original tower and the modified towers, and the velocity
vector maps of the symmetry plane of simulations of six
different cases at 17.5 m/s. The best- and worst-
performing ingress funnels and egress as well as the result
of combining the best funnels are presented. Together,
they are compared with the original tower at the same free
stream velocity.
In general, all six designs had the same problem: almost
half of the flow in contact with the inlet opening did not
enter the tower. Inside the inlet opening of the tower, half
of the vectors went down and into the duct, while the other
half went up and created an exit stream that left the tower.Please cite this article as: Varela-Boydo, C.A et al., Study of wind tower
an underground building, Frontiers of Architectural Research, https:/This behavior prevented the building from receiving all the
wind in contact with the tower. Ways to channel all the
wind in contact with the tower must be found to increase
the airflow in the buildings. Comparing the ingress funnels
enabled appreciating differences in the vectors at the inlet
openings. The IF-L18H09 design channeled the air more
smoothly compared with the original and the IF-L12H03.
The vortex present in the middle of the opening of the
original tower and with IF-L12H03 decreased in size sub-
stantially in IF-L18H09, and this reason could explain the
airflow boost. In parallel, the IF-L12H03 had much larger
vortexes in the inlet than the original design. However, it
had a 12.5% larger opening than the original; therefore, it
managed to catch more wind. Something different can be
seen regarding the egress funnels: a very complex flow was
present in all cases. What stands out the most is that many
vectors in the outlet openings were in the opposite direc-
tion to the main flow, which means that the air was forced
to the interior of the outlet. In the EF-L12H09 configura-
tion, a minimal number of vectors entered the tower, which
could explain the airflow increment. Finally, considering
the design that combines both funnels, a completely new
flow structure in the wake can be seen. The front showed a
behavior similar to that of IF-L18H09. However, in the back,
the vortexes’ position changed completely mainly because
of the presence of the ingress funnel. Nevertheless, the
presence of vectors entering the tower in the egress duct
could be seen but in lower numbers than in the original
tower.
6.4.2. Behavior of the ascending currents in the flow
Figs. 17 and 18 are presented to study more deeply the
ascending flow that briefly entered the funnel and then left
the tower without entering the vertical duct to be
measured and used inside the building. Fig. 17 shows vector
maps of the flow at three different Hs, with a 12.5 m/s wind
velocity, to illustrate which parts of the flow inside the
funnels are ascending and which ones are descending. The
maps were positioned 30, 60, and 90 mm under the top ofs with different funnels attached to increase natural ventilation in
/doi.org/10.1016/j.foar.2020.05.007
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+ MODELthe inlet opening. In general, when looking at the flow in-
side the nine different inlet funnels, the vectors of the
lower maps tended to descend, those near the top tended
to ascend, and the ones in the middle had mixed behaviors.
Beyond this brief description, the correlation between the
shape of the funnel and the direction of the flow inside of
the same cannot be spotted or described in more detail.
Fig. 18 helps understand this unpredictable behavior. It
shows a perpendicular view of the maps at the same wind
speed (12.5 m/s) but only for funnels with L Z 24. Fig. 18
shows the flow inside and around the wind tower. Fig. 17
only shows the vectors from inside the funnels. Fig. 18
shows that the number of vectors going inside the tower
increased as the H of the funnel increased in the maps
placed 90 mm under the top of the inlets. A small vortex in
the lower right corner of the inlet increased in size as the
funnel grew in size. A similar behavior was found when
comparing the maps placed 60 mm under the top of the
opening. However, the size of the small vortex mentioned
before increased in size considerably, and the number of
vectors entering the towers was lower. As H increased, the
total number of vectors increased, while the size of the
vortex also grew.
Finally, the flow changed substantially for the map
closest to the top. The majority of the space was occupied
by the vortex, and even when several vectors entered the
funnel, many evacuated from it. Using larger funnels
apparently assisted in increasing the airflow entering the
wind tower but also helped form vortexes inside the inlet
opening that grow with funnel dimensions.
All these vector maps show that improving the aero-
dynamics of the towers is very important. A much higher
airflow will be achieved by reducing the formation of vor-
texes in the inlets, channeling the entirety of wind in the
same to the ducts, and reducing the air that flows back into
the outlet. If the use of funnels is combined with new so-
lutions that solve these problems, much more efficient
natural ventilation systems would be achieved.
7. Conclusions
After analyzing 120 different simulations and wind tunnel
tests, we conclude that increasing the opening area of the
present wind towers by using funnels increases the volu-
metric flow entering the tower’s ducts, although not pro-
portionally. In the best case, increasing the H of the funnels
to 9 mm improved performance by 7.1% on average,
although the inlet opening is 37.5% larger than the original.
Moreover, the L of the inlet funnels has a nonlinear effect
on performance, and the models with an L of 18 mm per-
formed better than shorter or longer ones.
Reducing the tower outlet area with funnels can modify
the wind structures in the wake, which is sufficient to in-
crease the airflow in the ducts. In this study, as the egress
funnels become shorter in dimensions, the greater the flow
they evacuate. Funnels with L Z 12 perform best. The
opposite behavior is found regarding H, that is, perfor-
mance improves as the H of the funnels increases.
New ways to capture the wind in contact with the ingress
openings must be found because a large proportion of the
flow creates a stream that leaves the tower before enteringPlease cite this article as: Varela-Boydo, C.A et al., Study of wind towe
an underground building, Frontiers of Architectural Research, https:/the building. Additionally, new solutions to avoid the return
of the air to the outlet must be developed. The results
presented in this paper provide a foundation and pointers
to advance research and develop funnel designs that may
realize the full potential of wind towers for natural venti-
lation applications.Conflict of interest
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